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WATER MAIN
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FLUSHING
HYDRANT

* DISTANCE FROM HYDRANT TO PROPERTY LINE (R/W LINE)

LP

SADDLE OR TEE

45° OUTLET

METER BOX

2" FIP HORIZONTAL INLET

#57 STONE

OR THRUST BLOCK
UNDISTURBED EARTH

GROUND LINE

36" MIN
DEPTH OF BURY

CURB STOP VALVE

VALVE BOX

KUPFERLE MAINGUARD #78 2" BLOW-OFF HYDRANT

CONNECT TO MAIN LINE
WITH 2" SADDLE & CORP

STOP FOR LINES 4" &
LARGER.  FOR LINES 3" &
SMALLER, PROVIDE TEE

AND GATE VALVE.

2" SUPPLY LINE - MATCH
WATER SERVICE
SPECIFICATIONS

SECTION VIEW

PLAN VIEW

BLOW-OFF VALVE ASSEMBLY - OFFSET
DETAIL NO.

212

EFFECTIVE
05/2023WIS

ECOUNTY

I

I

I

PUBL

R

C S
CE EV UT

T
R

A

HO
Y


	Sheets and Views
	Model


