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PRESSURIZED
WATER LINE

MECH. JOINT
PLUG RODDED
TO GATE VALVE

24" MIN. LENGTH
OF WATER LINE FOR
FUTURE EXTENSION

3/4" TIE RODS EXTEND
FROM VALVE TO PLUG

MECHANICAL PIPE JOINT
RESTRAINTS REQ'D @
VALVE & END PLUG (TYP)

CONCRETE
KICKER24" MIN.

GATE VALVE -
NORMALLY CLOSED

PRESSURIZED LINE SHALL BE
RODDED BACK TO A CONCRETE
THRUST BLOCK - SEE CONRETE
TRUST DATA BLOCK FOR DIMENSIONS

EFFECTIVE
05/2023WATER MAIN

FUTURE EXTENSION DETAIL NO.
216
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